
GENERAL NOTES:

NOTIFY PUBLIC WORKS UTILITY DIVISION 48 HOURS PRIOR TO
START OF CONSTRUCTION.

COORDINATE WATER SHUTDOWN WITH THE PUBLIC WORKS
DEPARTMENT, EXCAVATE AREA AND DISCONNECT HYDRANT
LEAD, PLATE TEE, BLOCK AND RESTRAIN.

RETURN HYDRANT, AUXILIARY VALVE AND BOX TO PUBLIC
WORKS DEPARTMENT.

BACKFILL AND COMPACT PER CITY STANDARD.

THE PLUG SHALL BE MECHANICAL JOINT.

ALL FASTENERS HARDWARE (I.E., NUTS, BOLTS, AND WASHERS)
ASSOCIATED WITH THE PLUG SHALL BE STAINLESS STEEL.
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FIRE HYDRANT ABANDONMENT

STANDARD WM-005
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