SEAL OR BULKHEAD 5 5' MAX.
CASING ENDS 1'MAX. 1'MAX.
1' MAX.
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BRICK AND GROUT
BULKHEAD

SEWER (SANITARY OR
STORM) OR WATERMAIN

GENERAL NOTES:

SECTION A-A

THE CASING SPACER SHALL BE THE CENTERED AND RESTRAINED TYPE.
THE SPACER BANDS SHALL BE STAINLESS STEEL.

ALL FASTENER HARDWARE (l.E. NUTS, BOLTS, AND WASHERS)
ASSOCIATED WITH THE CASING SPACERS SHALL BE STAINLESS STEEL.

THE SPACERS SHALL BE STAINLESS STEEL OR APPROVED EQUAL.

STEEL CASING PIPE

BRICK AND GROUT
BULKHEAD

SPACER BAND

BOLTS

SPACER

STANDARD WM-013

CITY OF WEST CHICAGO
WEST CHICAGO, L s0165 UNDERGROUND UTILITY CASING PIPE

PHONE: 630-293-2255
FAX: 630-293-2971
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REVISIONS

CITY OF WEST CHICAGO

CONSTRUCTION SPECIFICATIONS,

STANDARDS, AND DETAILS
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